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LOCATION

PROJECT DATA

2 0 1 8  B L A K E  S T R E E T
B E R K E L E Y ,  C A

DESCRIPTION:  CONSTRUCT 6 STORY BUILDING 
CONSISTING OF 12 UNITS AND COMMON AREAS.

LOCATION:  2018 BLAKE STREET
BERKELEY, CA 94704

APN: 55-1821-21

LOT SIZE: 5189 SQ.FT.

BUILDING AREAS: PROPOSED

GROSS FLOOR AREAS
1st STORY  2,110 ft2
2nd STORY 2,077 ft2 
3rd STORY 2,077 ft2 
4th STORY 2,077 ft2
5th STORY 2,077 ft2
6th STORY 2,077 ft2
=================================
TOTAL BUILDING AREA: 12,495 ft2

UNIT AREAS

UNIT A    452 ft2
UNIT B 1,012 ft2
UNIT C    975 ft2
UNIT D 1,012 ft2
UNIT E    975 ft2
UNIT F 1,012 ft2
UNIT G    975 ft2
UNIT H 1,012 ft2
UNIT I    975 ft2
UNIT J 1,012 ft2
UNIT K    975 ft2
UNIT L 1,012 ft2
=================================
TOTAL UNITS AREA: 11,399 ft2

COMMON AREAS
LOBBY 406 ft2
MECH. 229 ft2
ELEV.   62 ft2

CONSTRUCTION:  TYPE IIIA OVER TYPE IA
ZONE:  R-4
OCCUPANCY:  R-2
NO. OF UNITS: 12
NO. OF STORIES: 6
FIRE ZONE 1
FLOOD ZONE NO
FIRE SPRINKLERS: YES
STANDPIPE: CLASS 1
PHOTOVOLTAIC: NONE REQUIRED PER CEC

EXCEPTION 1 TO SECTION 170.2(g)

DRAWING INDEX

CODE DATA
2022 CALIFORNIA BUILDING CODE (CBC)
2022 CALIFORNIA GREEN BUILDING CODE (CGBC)
2022 CALIFORNIA PLUMBING CODES (CPC)
2022 CALIFORNIA MECHANICAL CODE (CMC)
2022 CALIFORNIA ELECTRICAL CODE (CEC)
2022 CALIFORNIA ENERGY CODE
2022 CALIFORNIA ENERGY EFFICIENCY STANDARDS
2022 CALIFORNIA FIRE CODE (CFC)
BERKELEY MUNICIPAL CODE (BMC)

CA FIAR HOUSING ACT

COMPLY WITH ALL LOCAL 
ORDINANCES AND AMENDMENTS

DEFERRED PERMIT SUBMITTALS
1. FIRE SPRINKLERS IN ACCORDANCE WITH NFPA 13-2022 EDITION AND NFPA 24-2019 EDITION
2. INSTALLATION OF NEW FIRE HYDRANT WITHIN 100' OF BLDG FDC
3. FIRE ALARM SYSTEM PER NFPA 72, 2022
4. ELEVATOR PERMIT
5. REMOVAL OF CURB CUT AND REPLACEMENT OF SIDEWALK PER BMC 16.04.150
6. ENCROACHMENT AND TRENCHING PERMIT(S) TO INSTALL UNDERGROUND UTILITIES IN R.O.W.

PROJECT CONTACTS

■LANDSCAPE

Jason Lee 
2018 BLAKE STREET LLC 2905 S Vermont Ave, Ste 204 
Los Angeles, CA 90007 
T: 424-644-5703 E: yuzhou.wang@tripalink.com

DNM ARCHITECTURE | DAVID MARLATT, AIA
1A GATE 5 ROAD, SAUSALITO, CA 94965
T: 415-348-8910 E: david@dnmarchitecture.com 

ZFA STRUCTURAL ENGINEERS 
558 BREWSTER AVENUE REDWOOD CITY, CA 94063 
T: 650 394 8869 E:mattf@zfa.com

WINSTON ENGINEERING INC
8605 SANTA MONICA BLVD STE 63454
WEST HOLLYWOOD, CA 90069
T: 951 902 6600 E: Brooke@winstoneng.com

GEOTRINITY CONSULTANTS, INC.
7770 PARDEE LANE, STE 101
OAKLAND, CA 94621
T: 510 383 9950 E: yang-jr@comcast.net

LEA & BRAZE ENGINEERING, INC
2495 INDUSTRIAL PKWY WEST HAYWARD, CA 94545  
T: 510-887-4086

RW STOVER AND ASSOCIATES, INC. 
1620 NORTH MAIN STREET, STE 4 WALNUT CREEK, CA 94596
T: 925 933 2583  E: rstover@rwsla.com

W-TRANS
7901 OAKPORT ST, STE 1500 OAKLAND, CA 94621
T: 510-444-2600

JEFFREY C. IRWIN | PRINCIPAL, OMNY ACOUSTICS
T: 628-400-6669

PCCL 1 12/15/23

■OWNER

■STRUCTURAL

■MEP

■CIVIL/GEOTECH

■SURVEYOR

■TRAFFIC

■ACOUSTICAL

■ARCHITECT ( registered design professional in responsible charge)

ITEM VII Communications 
DRC 12-21-2023 
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SOLAR ACCES ROOF AREAS (SARA) CALCULATIONS
2018 BLAKE STREET
BERKELEY, CA 94704

OCCUPIED ROOF AREAS, STEEP ROOF AREAS FACING NORTH OR REQUIRED GREEN SPACE 
AREAS NOT SUBJECT TO SARA PER CEC 170.2(g).2.B & C. AND REFERENCE JOINT APPENDIX JA11

POTENTIAL SARA 

SOLAR ACCESS ANALYSIS FOR POTENTIAL SARA

Page 2 of 2

SOLAR ACCES ROOF AREAS (SARA) CALCULATIONS
2018 BLAKE STREET
BERKELEY, CA 94704

ROOF AREAS WITH LESS THAN 70% ANNUAL SOLAR ACCESS, NOT SUBJECT TO SARA PER CEC170.2(g).2.A.

ROOF AREAS LESS THAN 80 CONTIGUOUS SQUARE FEET EXEMPT 
FROM SARA PER CEC 170.2(g) EXEPTION 3.

ROOF AREAS SUBJECT TO SARA = 315 SQUARE FEET

63 SQFT

55 SQFT

90 SQFT

110 SQFT 115 SQFT

1
SCALE: 1/8"   =    1'-0"

1SITE PLAN2SARA CALCULATIONS

1. AT THE TIME OF FOUNDATION INSPECTION CORNER STAKES OR OFFSET STAKES MUST BE 
ESTABLISHED BY A LAND SURVEYOR REGISTERED IN THE STATE OF CALIFORNIA AND VERIFIED 
BY THE FIELD INSPECTOR TO ENSURE THAT NEW CONSTRUCTION IS LOCATED IN ACCORDANCE 
WITH THE APPROVED PLANS.

2. AN ENGINEERING PERMIT, ISSUED BY THE PERMIT SERVICE CENTER, WILL BE REQUIRED FOR 
ANY WORK IN THE PUBLIC RIGHT-OF-WAY, INCLUDING BUT NOT LIMITED TO CONSTRUCTION 
STAGING, RESERVED CONSTRUCTION PARKING, SIDEWALK, DRAINAGE, OR SEWER WORK. 
UTILITY WORK (GAS, ELECTRIC, WATER) IN THE PUBLIC RIGHT-OF-WAY REQUIRES A SEPARATE 
UTILITY PERMIT ISSUED BY THE ENGINEERING DIVISION. APPROVAL OF THIS BUILDING PERMIT 
DOES NOT AUTHORIZE WORK IN THE PUBLIC RIGHT-OF-WAY.

3. NEW SIDEWALK, CURB, AND 2" ASPHALT GRIND AND OVERLAY TO THE CENTERLINE OF THE 
STREET ALONG PROJECT FRONTAGE ARE REQUIRED. THE NEW SIDEWALK SHALL HAVE A 
MAXIMUM 2% CROSS SLOPE AND HAVE AT LEAST 6' WIDE CLEARANCE FOR PEDESTRIAN PATH OF 
TRAVEL. THIS WIDTH SHALL NOT INCLUDE ANY STREET FIXTURES SUCH AS POLES, SIGNS, BIKE 
RACKS, TREE WELLS, ETC.

4. WALKWAYS AND SIDEWALKS ALONG ACCESSIBLE ROUTES OF TRAVEL:
  1. ARE CONTINUOUSLY ACCESSIBLE
  2. HAVE MAXIMUM ½" CHANGES IN ELEVATION
  3. ARE MINIMUM 48" IN WIDTH
  4. HAVE MAXIMUM ¼" PER FOOT CROSS SLOPES
  5. HAVE MAXIMUM 5% (1:20) RUNNING SLOPES
 
5.  WHERE MORE THAN ONE EXTERIOR ROUTE OF TRAVEL IS PROVIDED, ALL ROUTES SHALL BE 

ACCESSIBLE.

SHEET NOTES

PCCL 1  12/15/23
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BRIDGE ABOVE

FIRE SEPARATION 
DOOR, SEE SHEET A7.9

W2 

TRASH, 
RECYCLING ♲, 
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W2 

W2 

W
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FDC

UNIT A : 416 SF
OLF : 200 GROSS

OCC : 2

UNIT B : 998 SF
OLF : 200 
GROSS

OCCUPANCY: 5

UNIT-B
(BMR UNIT)

UNIT-A
(BMR UNIT)

ELEVATOR

MAIL / PACKAGES

19 LONG TERM BIKE 
PKG. VERT STAGGERED RACK

NORTH TOWER 
GROSS OCC : 25

SOUTH TOWER 
GROSS OCC : 30

EGRESS COURT

KITCHEN/LIVING
A1

BR
A2

BR
B3

BR
B6

ACC BATH
B7

BR
B8

BATH
A3

BATH
B2

BR
B5

KITCHEN/LIVING
B1

BATH
B4

LOBBY
X1

TRASH
M1

2
A2.2

2
A2.0

1
A2.2

1
A2.0

1
A3.0

1
A3.0

1
A3

.1
1

A3
.1

2
A3.1

2
A3.1

W6 E

A

D

C

B

4
A5.3

4
A3.2

2
A3.2

15'

10
'-8

1/
2"

31/
2"

W4 

W
4 

W4 

W
4 

W
4 

W4 
W3 

W
3 

W4 

W
2 

W
2 

W7 

W2 

DISTANCE FROM WALL FACE TO RECESSED 
DOOR FACE SHALL NOT EXCEED 8"

4" STANDPIPE 
W/ HOSE VALVE

4" STANDPIPE 
IN 2 HR FR 
ASSEMBLY

PORTABLE CLASS A 
FIRE EXTINGUISHER

PORTABLE CLASS A 
FIRE EXTINGUISHER

W
/D

DWH

DWH

1 6 7 142 3 4 851 6 7 122 4 108 95 11

1
SCALE: 1/4"   =    1'-0"

1[N] FIRST STORY

1. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY 
ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH LIGHT SWITCHES, ELECTRICAL OUTLETS, 
THERMOSTATS, AND OTHER ENVIRONMENTAL CONTROLS COMPLYING WITH CBC SECTION 1142 A.

2. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY 
ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH WALL REINFORCEMENT FOR FUTURE GRAB 
BAR INSTALLATION AROUND THE TOILET AND SHOWER COMPLYING WITH CBC SECTIONS 1134A.6 
ITEM 3 (SHOWERS) AND 1134A.7 ITEM 2 (WATER CLOSETS).

3. THE ELEVATOR MUST BE IDENTIFIED BY THE INTERNATIONAL SYMBOL FOR EMERGENCY MEDICAL 
SERVICES (STAR OF LIFE). THE SYMBOL SHALL BE NOT LESS THAN 3" IN HEIGHT AND SHALL BE 
PLACED INSIDE ON BOTH SIDES OF THE HOISTWAY DOOR FRAME.

4.  PORTABLE FIRE EXTINGUISHERS SHALL BE LOCATED WITHIN 75' OF TRAVEL, NEAR EXITS OR 
ALONG EXIT PATHS.

5. THE CLEARANCE BETWEEN THE FLOOR AND THE BOTTOM OF THE INSTALLED HAND-HELD 
PORTABLE FIRE EXTINGUISHERS SHALL BE NOT LESS THAN 4".

6.  SEE SHEET A1.2 FOR ENLARGED PLAN.

SHEET NOTES

PCCL 1  12/15/23

OCC. 
ROOM 
AREA:

REQUIREDROOM 
NAME: LIGHT: VENTILATION:

PROVIDED

LIGHT: VENTILATION:

A1

A2

B1

B3

B5

161.1 SF

 122.5 SF

231.1 SF

84.6 SF

 92.7 SF

B6

B8

 133.4 SF

 91.9 SF

18.6 SF

6.8 SF

7.4 SF

10.7 SF

7.4 SF

9.3 SF

3.4 SF

3.7 SF

5.3 SF

3.7 SF

23.7 SF

13.3 SF

19.8 SF

7.0 SF

12.9 SF

9.8 SF

6.4 SF

4.9 SF

13.7 SF

10.9 SF

8.8 SF

8.8 SF

10.9 SF 8.8 SF

13.3 SF 7.0 SF

10.9 SF 8.8 SF

LIGHT & VENTILATION CALCULATIONS - 1ST STORY
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SCALE: 1/4"   =    1'-0"

1[N] SECOND-SIXTH STORY

SHEET NOTES

PCCL 1  12/15/23

OCC. 
ROOM 
AREA:

REQUIREDROOM 
NAME: LIGHT: VENTILATION:

PROVIDED

LIGHT: VENTILATION:

C1

C3

C6

C7

C8

257.1 SF

94 SF

109.3 SF

109.3 SF

113.7 SF

20.6 SF 10.3 SF

7.5 SF 3.8 SF

8.7 SF 4.4 SF

8.7 SF 4.4 SF

9.1 SF 4.6 SF

28.6 SF

28.6 SF

28.6 SF

7 SF

10.3 SF

7 SF

7 SF

10.9 SF 8.8 SF

D1

D3

D5

D6

D7

D9

204.0 SF

97.4 SF

98.3 SF

84.4 SF

84.4 SF

121.8 SF

8.2 SF16.3 SF

3.9 SF7.8 SF

3.9 SF7.9 SF

3.4 SF6.8 SF

4.9 SF9.7 SF

8.8 SF10.9 SF

3.4 SF6.8 SF

28.6 SF 7 SF

28.6 SF 7 SF

8.8 SF10.9 SF

8.8 SF10.9 SF

28.4 SF

LIGHT & VENTILATION CALCULATIONS - TYP FOR 2ND-6TH STORY

10.3 SF28.4 SF

1. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY 
ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH LIGHT SWITCHES, ELECTRICAL OUTLETS, 
THERMOSTATS, AND OTHER ENVIRONMENTAL CONTROLS COMPLYING WITH CBC SECTION 1142 A.

2. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY 
ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH WALL REINFORCEMENT FOR FUTURE GRAB 
BAR INSTALLATION AROUND THE TOILET AND SHOWER COMPLYING WITH CBC SECTIONS 1134A.6 
ITEM 3 (SHOWERS) AND 1134A.7 ITEM 2 (WATER CLOSETS).

3. THE ELEVATOR MUST BE IDENTIFIED BY THE INTERNATIONAL SYMBOL FOR EMERGENCY MEDICAL 
SERVICES (STAR OF LIFE). THE SYMBOL SHALL BE NOT LESS THAN 3" IN HEIGHT AND SHALL BE 
PLACED INSIDE ON BOTH SIDES OF THE HOISTWAY DOOR FRAME.

4.  PORTABLE FIRE EXTINGUISHERS SHALL BE LOCATED WITHIN 75' OF TRAVEL, NEAR EXITS OR 
ALONG EXIT PATHS.

5. THE CLEARANCE BETWEEN THE FLOOR AND THE BOTTOM OF THE INSTALLED HAND-HELD 
PORTABLE FIRE EXTINGUISHERS SHALL BE NOT LESS THAN 4".

6.  SEE SHEET A1.2 FOR ENLARGED PLAN.

N
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SCALE: 1/8"   =    1'-0"
3[N] THIRD STORY

SCALE: 1/8"   =    1'-0"
5[N] FIFTH STORY

SCALE: 1/8"   =    1'-0"
4[N] FOURTH STORY

SCALE: 1/8"   =    1'-0"
6[N] SIXTH STORY

SCALE: 1/8"   =    1'-0"
1[N] FIRST STORY

SCALE: 1/8"   =    1'-0"
2[N] SECOND-SIXTH STORY

SHEET NOTES
1. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH LIGHT SWITCHES, ELECTRICAL 

OUTLETS, THERMOSTATS, AND OTHER ENVIRONMENTAL CONTROLS COMPLYING WITH CBC SECTION 1142 A.

2. IN ALL RESIDENTIAL UNITS (WHERE ONLY 1 COMPLYING BATHROOM IS PROVIDED) ANY ADDITIONAL BATHROOMS SHALL BE PROVIDED WITH WALL REINFORCEMENT FOR FUTURE 
GRAB BAR INSTALLATION AROUND THE TOILET AND SHOWER COMPLYING WITH CBC SECTIONS 1134A.6 ITEM 3 (SHOWERS) AND 1134A.7 ITEM 2 (WATER CLOSETS).

3. THE ELEVATOR MUST BE IDENTIFIED BY THE INTERNATIONAL SYMBOL FOR EMERGENCY MEDICAL SERVICES (STAR OF LIFE). THE SYMBOL SHALL BE NOT LESS THAN 3" IN HEIGHT 
AND SHALL BE PLACED INSIDE ON BOTH SIDES OF THE HOISTWAY DOOR FRAME.

4.  SEE SHEET A1.2 FOR ENLARGED PLAN.

PCCL 1  12/15/23

ITEM VII Communications 
DRC 12-21-2023 
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1 OF SECTION 170.2(g)

W
5 

W5 

W
5 

23'-7"

53'

ELEVATORELEVATOR 
CONTROL 

ROOM

1 6 7 1451 6 7 12

DN

Y-D7X-D21

X-W1

51/
2"

5'
-2

"
7'

-4
7/

8"
51/

2"
51/

2"

9'-23/4"51/2" 71/2"5'-10"51/2"

388.1 sq ft317 sq ft

4" STANDPIPE W/ HOSE 
VALVE. 8" PENETRATION

W
9 

OLF : 15 NET
OCCUPANCY: 21

OLF : 15 NET
OCCUPANCY: 26

DRAINDRAIN
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1
SCALE: 1/4"   =    1'-0"

1[N] ROOF

SCALE: 1/4"   =    1'-0"
2[N] ROOF DRAINAGE DIAGRAM

SHEET NOTES
1. THE ROOFING SYSTEM FOR THE LANDSCAPED 

ROOF SHALL BE INSTALLED IN ACCORDANCE 
WITH ANSI/SPRI VF-1 STANDARD.

PCCL 1  12/15/23
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MATERIAL KEY

 HARDIE FIBER CEMENT PANEL - WHITE

 HARDIE FIBER CEMENT PANEL - LIGHT GRAY

 JACOBS WIRE MESH
 
 CONCRETE FINISH
 
 STANDING SEAM METAL ROOF
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MATERIAL KEY

 HARDIE FIBER CEMENT PANEL - WHITE
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 STANDING SEAM METAL ROOF
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